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CHENOWETH SQUARE
3905 CHENOWETH SQUARE 3905-3939

Construction Type Ordinary Keysafe Location

Preplan Number 55 7/27/94 None

Principal Occupancy Mr. GATTI'S

Building Dimensions 430’ X 60°

Fire Wall Locations Between 3913 & 3915
Between 3927 & 3929

Entry Points Main Egress-Side 1, Service Doors-Side 3

People In Building Day Varies by Store Night 0

Possible Area of Trapped Occupants

Disabled Persons In Building

Protection Methods
Water Supply
Sprinkler System
Standpipe System
Interior Alarms
Fire Pumps
Ventilation Points
Fuel Load
F.D. Connection
Salvage Operations
Smoke Evacuation
Comments

Utility Meters, Valves and Cutoffs
Water
Gas
Electric
Interior Alarms
Air Cond.
Elevators
Heating

Construction Information
Roof Type Centex Section-FLAT, End Sections-GABLE
Roof Construction Wood deck on wood trusses
Floor Construction Concrete Slab
Basement Type none
Comments Center section has cantilevered mansaxd.
Best roof access from alley, Side 3

Emergency Phone Numbers
Walter Wadgner
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OCCUPANCY

SIDE WALL VIEW

DIMENSIONS NOT EXACT

Chenoweth Square

L Wall Detall




The Colony Mall
=32 Clover Lane

Construction Type Wood Frame

Preplan Number 32

Principal Occupancy Various Retail Stores

Building Dimensions 190' X 210'

Fire Wall Locations Between 01d House and Mall Area

Entry Points Key Safe Main entrance way Side 2 of Mall section
People In Building Day 40+ Night 0

Possible Area of Trapped Occupants
Community Room Second Floor May be in use after normal Business Hours
Occupant Load 49

Disabled Persons In Building

Protection Methods

Water Supply 12,873 Gpm @ 20 psi 7/24/90

Sprinkler System 100 % Sprinlkered

Standpipe System na

Interior Alarms Monitored Fire Alarm

Fire Pumps na

Ventilation Points Skylights in Mall Area

Fuel Load LIght to Moderate

F.D. Connection Side 1-4 ,

Salvage Operations Expensive retail stores with large inventories

Smoke Evacuation

Comments Structily ly Renovated Lumber Warehouse
ge Concealed Areas

,/__,——————"""/ Key Safe Located at main Mall entrance Side 2

Utility Meters, Valves and Cutoffs
Water Side 2 0l1d house/Side 3 in ground
Gas Side 1 Left side of SHE /Side 2 old house
Electric Side 1 Left side of SHE /Side 2 old house
Interior Alarms Main Panel utility room at rear loading Dock S -4
Air Congd. Individual AC units on Roof
Elevators na
Heating Individual Gas Furnaces in Attic above each space

Construction Information
Roof Type Gable
Roof Construction Wood Sheathing on Wood Truss
Floor Construction Concrete Slab on Grade
Basement Type Partial Basement \ Combustible
Comments

Emergency Phone Numbers
Richard Hibbs
Joe D. Cross
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Preplan Report 11/06/91
Royal Coach

5601 Coach Gate Wynde

Construction Type
Preplan Number
Principal Occupancy
Building Dimensions
Fire Wall Locations

Entry Points
People In Building

Guest rooms

Protect noncomb

47

Residentual

125' x 40!

Center of building

Side A

Day 25 - 50 Night 25 - 50

Possible Area of Trapped Occupants
in basement

Disabled Persons In Building
Possiblie in each unit

Protection

Water Supply
Sprinkler System
Standpipe System
Interior Alarms
Fire Pumps
Ventilation Points
Fue.l Loacd

F.D. Connection
Salvage Operations
Smoke Evacuation
Comments

Utility Meters,

Water

Gas

Electric
Interior Alarms
Air Cond.
Elevators
Heating

Roof Type
Roof Construction

Floor Construction
Basement Type
Comments

Ed Cohan
Ed Cohan (car)

Ed Cohan (pager)
Mark Hall (office)

(office)

>

Methods
Good

Basement

Each floor

Smoke

None

Basement windows
MOgerate

At the street
Other units
Stairwell at each end, and center
Interior doors lock after passing thru

& fans

Valves and Cutoffs
Good

Side C in the middle of the building

Basement side A wall center

Smoke

Side C

One in the lobby

Eallways

Construction Information

Gable

Wood truss
Concrete
Full

Emergency FPhone Numbers




TWO GUEST ROOMS

SIDE C
FPAF

GAS METERS l.q ma>zvm.mwmb

.WFL , 4_
o
EEBME@WW%Ml\)II.QMHIﬂL

ELECTRICAL ROOM vaszxbmx VALVE

GARAGE LEVEL

SIDE A




STANDPIPE

&

rl\\né DEVELOPMENT

FIRST FLOOR




STANDPIPE

}

I\éﬂ:& DEVELOPMENT : R

34

SECOND FLOOR

SIDE A




Preplan Report 11/06/9:
Royal Coach
5701 Coach Gate Wynde

Construction Type Protect noncomb
Prepian Number 46

Principal Occupancy Residentual
Building Dimensions 225' x 40'

Fire Wall Locations Center of building

Entry Points Side A
People In Building Day 50 -100 Night 50 - 100

Possible Area of Trapped Occupants
Party room third floor, basement level, 3rd fl units have second floor

Disabled Persons In Building
Possible in each residentual unit.

Protection Methods
Water Supply Good
Sprinklier System Basement area only
Standpipe System Three on each level
Interior Alarms Smoke detection through out
Fire Pumps None
Ventilation Points Basement windows & fans
Fuel Load moderate
F.D. Connection Side A at SiGe D near the street
Salvage Operations Rooms below and above
Smoke Evacuation Stairwell in the center and each end
Comments Interior doors lock after passing thru

Utility Meters, Valves andad Cutoffs
Water In the sprinkler room, corner A - D (basement)
Gas
Electric Basement level in with the alarm panel
Interior Alarms Smoke
Air Cona. Roof mounted
Elevators One in the lobby, mechanical room to the rear of
Heating Interior hallway units

Construction Information
Roof Type Gable
Roof Construction Wood truss
Floor Construction Concrete
Basement Type Full
Comments Third floor units have second floor in attic.

Emergency Phone Numbers
Ed Cohan (office) 502-458-5112
Ed Cohan {car) 502-558~- 542
Ed Cohan (pager) 502-332-9966
Mark Hall (office) 502-241-8249




Preplan Report 11/06/9:
Royal Coach
5701 Coach Gate Wynde

Construction Type Protect noncomb
Prepian Numbper 46

Principal Occupancy Residentual
Building Dimensions 225' x 40'

Fire Wall Locations Center of building

Entry Points Side A
People In Building Day 50 =100 Night 50 - 100

Possible Area of Trapped Occupants
Party room third floor, basement level, 3rd fl units have second floor

Disabled Persons In Building
Possible in each residentual unit.

Protection Methods
Water Supply Gooda
Sprinklier System Basement area only
Standpipe System Three on each level
Interior Alarms Smoke detection through out
Fire Pumps None
Ventilation Points Basement windows & fans
Fuel Load moderate
F.D. Connection Side A at Side D near the street
Salvage Operations Rooms below and above
Smoke Evacuation Stairwell in the center and each end
Comments Interior doors lock after passing thru

Utility Meters, Valves and Cutorfrs
Water In the sprinkler room, corner A - D (basement)
Gas
Electric Basement level in with the alarm panel
Interior Alarms Smoke
Air Cona. Roof mounted
Elevators One in the lobby, mechanical room to the rear of
Heating Interior hallway units

Construction Information
Roof Type Gable
Roof Construction Wood truss
Floor Construction Concrete
Basement Type | Full
Comments Third floor units have second floor in attic.

Emergency Phone Numbers
Ed Cohan (office)
Ed Cohan (car)
Ed Cohan (pager)
Mark Hall (office)
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Prepian Report 11/06/91
Coach House
5800 Coach Gate Wynde

Construction Type Protect Noncombd
Preplan Number 45

Principal Occupancy Residential
Building Dimensions 225' x 100'

Fire Wall Locations Center of each wing

Entry Points Side A
People In Building Day 100 - 200 Night 100 - 200

Possible Area= of Trapped Occupants
Guest rooms third floor, basement level, spa-locker rooms,

Disabled Persons In Buillding
Possible in each residential unit.

Protection Methods
Water Supply
Sprinkler System None
Standpipe System None
Interior Alarms Smoke detection in basement automobile area.
Fire Pumps None
Ventilation Points Basement area,windows & fans. Roof hatch 3rd floor
Fuel Loac Mocderate
F.D. Connection None
Salvage Operations Rooms below & above.
Smoke Evacuation Stairwell at each end of the halls.
Comments Interior doors lock after passing tnru.

Utility Meters, Valves and Cutofrfrs
Water Side A, street valve
Gas Inground propane tanks, side D by the dumpster.
Electric Several see drawing
Interior Alarms Inside front lobby
Air Cond. Roof mounted
Elevators Mechanical rooms next to or across from elevators.
Heating Furnace rooms in hallways for each unit.

Construction Information
Roof Type Flat
Roof Construction Steel decking
Floor Construction Concrete
Basement Type Full basement
Comments

Emergency FPhone Numbers
Ed Cohan (office)
Ed Cohan (Car)
Ed Cohan {pager)
Mark Hall (office)




PARKING PARKING

L

SIDE A SIDE C

ELECTRIC L ELECTRIC

PARKING PARKING

=

WING C

GARAGE LEVEL




FIRST FLOOR

WING C

TWO UNDERGROUNI_)/)
PROPANE TANKS




SECOND FLOOR




Louisville Imaging Services

3I D30 Dupont circle

BOX 136 Phone 893-9898

GENERAL INFORMATION

v
Magnetic Resonance Imaging, CAT scanners, and other Xray
equiptment *

CONSTRUCTION

CONSTRUCTION TYPE Wood frame

ROOF STYLE Flat

ROOF CONSTRUCTION Wood truss

Wood frame construction in all areas

In Magnet Room there are special materials and fasteners
used because of the magnetic field

LIFE SAFETY

Magnetic Resonance Iepaging uses inert gases to cool the
magnet these gases may be released when the magnet is
interupted. Patients in the chamber may need to be rescued
if the gases escape. USE SCBA IF THE MAGNET IS DOWN

SPECIAL HAZARD
Magnetic Resonance,imaging use a superconducting magnet that
produces a Eagnetic feiid 6000 TIXES the earth =magnetic
feild. It will attract metal into the center of the magnet.
DC NOT ENTER THE ROOK WHILE THE MAGKET IS OPERATIONAL.
MAGNET SAFETY
Tre super corducting magnet is shut off at night zand
restarted in the morning. There id NO way of looking at the
ragnet and determining that it is ON. Use z compass if
aveilable. Call Emergency Numbers. IF IN DOUBT DO NOT ENTER
EMERGENCY PHONE NUMBERS

soun A. Fernandez
Mery Anne Daily

03/28/88
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PROFESSIONAL TOWERS
4010 DUPONT CIRCLE
BOX 136

PROTECTION SYSTEMS

STANDPIPE In all stairways

SIAMESE Side 1

SIAMESE Side 4

ALARM PANEL Between Elevators and mechanical room

UTIILLITIES
ELECTRIC Basement corner side 1 - 4
floor 1 mechanical room
GAS Front exterior behind sign

WATER Above ceiling panel next to mechanical room
? in basement toward side 4

CONSTRUCTION
7 STORY non combustible
ENTRY AND ACCESS
INTERIOR STAIRS CENTER CORE basement to seventh

SIDE 4 basement to fifth
SIDE 3 ! basement to fifth

VENTILATION ¢

CENTER CORE STAIRWAY
AIR SHAFT remove cover on roof side 4

CONFINEMENT

Open &ir plenum in center of building connected to ducts
in the hallways on each floor

WATER SUPPLY
WATER AVAILABLE 9000 gpm @ 20 psi

11-21-85




PROFESSIONAIL TOWERS
¢ -
4010 DUPONT CIRCLE

BOX 136

FPHOFESSIONAL TOWERS

SHERWOOD AVARTMENTS

DUTCHMANS LANE

2-4




PROFESSTIONAIL TOWERS
4010 DUPONT CIRCLE
BASEMENT — FLOOR 5
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(STANDPIPE'S IN ALL
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PROFESSIONAIL TOWER
y 4010 DUPONT CIRCILE
FI.OOR 6 & 7
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BIG SPRINGS COUNTRY CLUB
DUTCHMANS LANE

BOX 138 Phone

PROTECTION SYSTEMS
SPRINKLER Partial coverage
SIAMESE Right of Main entrance
CONTROL VALVE Behind bar in Cocktail Lounge
UTILITEES
ELECTRIC Lower level ladies locker rood
WATER Boiler room '
GAS Exterior left of entrance

CONSTRUCTION

COMBINATION wood frame and ordinary

VENTILATION

HORIZONTAL

CONFINEMENT

Number of additions and partitions added

WATER SUPPLY
WATER AVAILABLE, 2878 gpm at 20 psi

EMERGENCY PHONE NUMBERS

GREG HUNTER

08/11/87
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BEIG SPRINGS COUNTRY CLUB

DUTCHMANS LANE

BOX 138
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VILLAGE TENNIS CENTER

4014 DUTCHMANS LANE

BOX 139 Phone

PROTECTION SYSTEMS

SPRINKLER protects ground level and second floor areaz only
facing Dutchmans Lane

SI1AMESE Front corner side 2

U XEXETIRS

GAS Exterior side 2 front corner
ELECTRIC Individual In each Store
WATER Individual In each Store

CONSTRUCTION

CONSTRUCTION TYPE UNPROTECTED NONCOMBUSTIBLE
Seperation of ground floor and upper level by concrete on
metal sheathing supported by steel girder syste=m

VENTILATION

HORIZONTAL

OCCUPANCY AND FUEL LOAD

TOKEN 111 side 1 second floor, has late evening hours

WATER SUPPLY
WATER AVAILABLE, 6600 gpm at 20 psi
EMERGENCY PHONE NUMBERS

BOB COOPER MARY ANN SANDERS -

03/11/87




VILLAGE TENNIS CENTER

4014 DUTCHMANS LANE

BOX 139

e

VILLAGE EIGET TEZATERS
MAP? FURNITURE INC.

TEE PITCHIN WEDGE

THE BACK STORE

EARE '
DELINDAS EAIR UNLIMITED
TEEZ PRINTED PAGE
SXIERS EDGE

GARYS FLOWER AFFAIR
VILLAGE GREEN

CONRAD SELLE CO.
MIXUTEMAN PRESS
VILLAGE FAIR ICEZ CREAM
GATES-STOCKLER-LENZ OPTICIANS
C.I.T. FINANCIAL

HOT LOCKS

DRS. BOYCE & NUNNALLY
CITIZENS FIDELITY BANK
TEE CUMBERLAND




VILLAGE TENNIS CENTER
4014 DUTCHMANS LANE

BOX 139

TENRIS COURTS

TOKEN III CLUB
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HUMANA HOSFITAIL. SUBURBAN
4001 DUTCHMANS LANE
BOX 139

PROTECTION SYSTEMS

FIRE ALARM IS IN PBX ROOM
SYSTEM COVERAGE IN GIFT SHOP SUPPLIED BY DOMESTIC WATER

SYSTEM COVERAGE IN STORAGE AREA SUPPLIED BY STANDPIPE
SYSTEM COVERAGE IN LAUNDRY AND DUMB WAITER

VENTILATION

HVAC SYSTEM WILL SHUT DOWN UPON ALARM ONLY IN AFFECTED ZONE
EXHAUST SYSTEMS WILL COMMENCE OPERATION UPON ALARM

PATIENT ROOMS windows open 6 " KEY needed to open further
HALLWAY SLIDING GLASS DOORS floors 2 - 7 open with KEY

NEW EAST (SIDE 1 - 4) SIDE
FLOOR 1 WINDOWS open in Doctors Lounge, Medical Records,
Admitting, Physical Therapy.
GROUND FLOOR window less
FLOOR 2 WINDOWS swing inward 6"
HALLWAY windows need special tool

ELEVATORS

5 TOTAL

FIRE DEPARTMENT CONTROL

REAR 3 ELEVATORS ARE TIED TO EMERGENCY GENERATOR

ONLY ONE CAN BE CONTROLLED AT A TIME

SWITCHING FOR ELEVATORS IN PENTHOUSE AND MECHANICAL
EVACUATION

TO MOVE ALL PERSONS BEHIND NEAREST SMOKE AND FIRE STOP DOORS
WATER SUPPLY

WATER AVAILABLE 6600 GPM @ 20 PSI

5/28/86




HUMANA HOSPITAIL, SUBURBAN

40'01 DUTCHMANS LANE 2

HUMANA HOSPITAL SUBURBAN




'HUMANA HOSPITAIL SUBURBAN
4001 DUTCHMANS LANE
GROUND FILOOR

e

GAS &

02
STORAGE l

STORAGE

BOILER

LABORATORY

PHARMACY

KITCHEN

]

PERSORNEL

5 PATIO

4 [ SE

| STORAGE

J
| DINING ROOM

| : _ |
l PATIO E AIR SHAFT

(TUNNEL TO DOCTER'S -
OFFICE BUILDING)

"

MECHANICAL ROOM
(Emergency Generator,Supplies

& A1l 5 Elev-
SIDE- 1 New East Wing

ators)




HUMANA HOSPITAL SUBURBAN
4001 DUTCHMANS LANE
FLOOR 1
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/ 1 . - RECOVERY

OPERATING ROOMS
RADIOLOGY

DOCTERS LOUNGE&OFFICE'S
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MED,RECORDS ADMITTING
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HUMANA HOSPITAIL SUBURBAN
4001 DUTCHMANS LANE
FILLOOR 2
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FUTURE FEDERAL SAVINGS & LOAN
3940 GRANDVIEW AVE.

BOX = Qi 4 = Phone

PROTECTION SYSTEMS
STANDPIPE Side 1 stairways on landings between floors

SIAMESE Side 1 Front stairs at left entry
FIRE ALARM Complete coverage, Supervised Sytem

UTILITIES
GAS Side 3 exterior
ELECTRIC Inside boiler room
WATER Inside boiler room’
CONSTRUCTION
CONSTRUCTION TYPE Ordinary

This structure has been remodeled several times, this may be
a factor in fire control

OCCUPANCY AND FUEL LOAD

Occupied as office area with varying floor plans

WATER SUPPLY
WATER AVAILABLE, 1800 gpm at 20 psi
EMERGENCY PHONE NUMBERS

WENCESLO TRONCOSO

03/11/87




FUTURE FEDERAL SAVINGS & LOAN

3940 GRANDVIEW AVE .

85"
BOX 179

| SIDE 4

FIRST FLOOR







